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INDIVIDUAL 4-20 mA SIGNAL WIRE FOR EACH ANALOG DEVICE 
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24V not connected to FCS circuitry. 

Does not power FCS. 
X 

A
 

+
2
4
V

 

G
N

D
 

B
 

BACNET CONTROLLER

(INSTALLER SUPPLIED)                               

A                                               

B                                                

24V                                          

GND 


