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EARTH GROUND SHIELD    

inside FCS enclosure) 

RECOMMENDED: 4-CONDUCTOR,                                                                                   

16 AWG STRANDED, SHIELDED 

WIRE  

ON LAST DEVICE, EARTH 

GROUND SHIELD NOT                                    

CONNECTED.  

SHIELD IS CUT AND TAPED AT 

LAST DEVICE.  

TERMINATION JUMPER ON IN                   

POSITION IF LAST DEVICE                                     

IN NETWORK CHAIN 

TERMINATION JUMPER IN EN POSITION 

IF FIRST DEVICE IN NETWORK CHAIN 

BACNET CONTROLLER 

(INSTALLER SUPPLIED)   

24V not connected on board 

A                                                              

B                                                                

24V                                                        
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FCS-B 
or 

FCS-8-B 

X 

RELAY CONTROL WIRING: 

CONNECT TO COM & NC. 

DO NOT USE SOLID CORE WIRE. 

RELAYS OPERATE IN A 

“FAILSAFE” CONFIGURATION. 

CGAS-D CGAS-D CGAS-D 

DAISY-CHAIN  WIRES RUNNING                

TO ADDITONAL CGAS-D                 

MODBUS TRANSMITTERS. 

FIRST AND LAST DEVICE IN BUS                               

REQUIRE A TERMINATION                

RESISTOR. 

DISCLAIMER 
Please note that while we take every effort to be as clear, concise and accurate as possible this material is intended to be                          
diagrammatic only, we take no responsibility for cabling and / or conduit locations or distances and therefore additional                           
components that may be required for a successful installation. 
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DAISY-CHAIN  WIRES RUNNING                

TO ADDITONAL LPT-P-TCO                 

MODBUS TRANSMITTERS. 

ON LAST DEVICE, EARTH 

GROUND SHIELD NOT                                     

CONNECTED. 

SHIELD IS CUT AND TAPED AT 

LAST DEVICE. 
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LPT-P LPT-P LPT-P 

FIRST AND LAST DEVICE IN THE 

BUS REQUIRES A TERMINATION                

RESISTOR. 
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