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DCC USING RELAYS IN PARALLEL TO CONTROL FAN 

WIRING CONNECTION DRAWING  
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INSTALLER              
SUPPLIED  
OPTIONAL 
LINE VOLTAGE 
(90-240 VAC,                  
50-60 HZ) RELAY CONTROL WIRING                    

TERMINALS. CONNECT TO 
COM & N/C. DO NOT USE     
SOLID CORE WIRE 
 
RELAYS OPERATE IN A 
“FAILSAFE” CONFIGURATION 

 
Contactor  

120 VAC 


