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Strobe & Horn operate together 

INSTALLER SUPPLIED LINE              
VOLTAGE (90-240 VAC, 50-60 HZ) 

N 

L 

GND 

DAISY-CHAIN 
POWER  & GND 
WIRES RUNNING 
TO ADDITONAL 
AST-IS18     
TRANSMITTERS. 
NOTE THAT ONE 
SIGNAL WIRE 
MUST BE PULLED 
FOR EACH           
ADDITIONAL  
TRANSMITTER 
ADDED. 
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Strobe & Horn operate independently 

To enable Strobe only, connect the yellow wire and 
the black wire. To enable Horn only, connect the red 
wire and the black wire. 

RELAYS OPERATE IN A                         
“FAIL SAFE” CONFIGURATION. CRITICAL ENVIRONMENT TECHNOLOGIES CANADA  

www.critical-environment.com 

QCC TO REMOTE AST-IS18 CO2               
ANALOG TRANSMITTER AND REMOTE 
RLY-4 WITH RSH-24VDC CONNECTION 
TO RELAYS WIRING CONNECTION 
DRAWING                                                      
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